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H
SPLIT DUCTLESS SYSTEM SCHEDULE
INDOOR UNIT OUTDOOR UNIT
SUPPLY TOTAL REMARKS
G MARK BASIS OF DESIGN | AIR CFM | COOLING EE&%&ﬁk%fL MARK BASIS OF DESIGN gggé E%&ﬁ&ﬁ%&fL
(LO-HI) |CAP. (MBH)
AC-1B | MITSUBISHI MSY-A17NA | 270-380 16.2 208V / 1 PH CU-1B | MITSUBISHI MUY-A17NA 16.0 208V / 1 PH 00600
AC-2B | MITSUBISHI MSY-A12NA | 230-400 12.0 115V / 1 PH CU-2B | MITSUBISHI MU-A12WA 13.0 115V / 1 PH 00600
(1) INDOOR UNIT SHALL BE WALL MOUNTED.
- (2) REFRIGERANT TYPE SHALL BE R-410A.
(3) COOLING BASED ON EAT AT 80°F DB / 67°F W8 AND OUTDOOR CONDITION OF 95°F DB.
(4) PROVIDE COMPLETE PACKAGE OF UNIT CONTROLS WITH DIGITAL READOUT PROGRAMMABLE
THERMOSTAT.
E
ELECTRIC UNIT HEATER SCHEDULE
TOTAL
MARK | BASIS OF DESIGN LOCATION HEATING M?}PR Eﬂiﬁ&ﬂ&&fL REMARKS
_> CAP. (KW)
EUH-1 [ CHROMALOX HVH-02 |  TELCO RM-GROUND LEVEL 2.6 1740 208V / 1 PH 006
EUH-2 | CHROMALOX HVH-02 |RECORDER RM-JUNCTION LEVEL| 2.6 1740 208V / 1 PH 006
D
(1) HORIZONTAL DISCHARGE WITH ADJUSTABLE DISCHARGE LOUVER. PROVIDE WITH BUILT-IN THERMOSTAT,
SET AT MINIMUM 65 DEGREES F (ADJUSTABLE).
(2) MOUNT UNIT PER MANUFACTURER RECOMMENDED MOUNTING HE[GHT. PROVIDE HARDWARE AND MOUNTING BRACKET.
() PROVIDE WITH FACTORY INSTALLED DISCONNECT SWITCH.
C
SCALES SHOWN FOR 22" X 34" SHEET. ADJUST SCALES FOR OTHER SIZES. PAGE OF 63
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